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Note: 
 
1. The rough sketch we have provided is not to the scale. Kindly consider the size provided 

on the side for actual design. 
2. Only one room of 8m x 4m x 3.3m is freezing room for non-vege items. 
3. For each room there should be 2 compressors and 2 evaporators each, one set as a back 

up.  
4. Kindly work out the metal frame design and estimate and PUF and machines estimate.  
5. Include the foundation and any civil structures required to install prefab structures.  
6. Need to include electrification and wiring  
7. Kindly provide a detailed cost estimate  including transportation until Jaigoan (Bhutan –

India Border). 
8. Overall internal height for entire infrastructure is 3.3 m. 
9. All the dimension mentioned above are internal dimensions. 
10. Two main entrance door of dimension ( 2850mm x 2100 mm ) and individual cold room 

door of dimension (1850 mm x 850 mm). Sliding door is preferred.  
11. Weather details are attached in MS Word document.  
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